Abstract: UV corona on power system can reflect the location of the fault and the severity of the fault, the traditional UV and infrared detection equipment can only use the band and the visible light band image of the power system fault detection. In this paper, a power system fault detection system based on ultraviolet and infrared dual-band images is designed. The principle of UV imaging detection and image fusion are introduced respectively. The software of the host computer is written by MFC. The software can acquire both ultraviolet and infrared , The two images are fused using the image fusion algorithm based on edge detection and cross correlation and the highest point temperature is plotted. The field measurement shows that the system can detect the failure of the power equipment in time, and has a good practical value, which provides an efficient detection solution for the fault detection of the power equipment.
Introduction
Power equipment in the long-term outdoor high temperature, high pressure and full load, it is prone to failure, and even the formation of accidents, so the need for regular testing of the state of power equipment. Early maintenance of the electrical equipment is a fault after the repair, this way the sudden failure will often cause huge losses. The daily preventive maintenance of electrical equipment can effectively reduce and prevent the occurrence of electrical equipment accidents, has become the power sector system. The traditional preventive maintenance must be in the case of power failure to be detected, the state after the shutdown device is often not the same as the run-time, affecting the detection accuracy and accuracy. Therefore, the uninterrupted power equipment, real-time online detection is an urgent need to solve the problem [1] 。 The spectral range of the ultraviolet band is 10~400nm .The sun also contains the spectral information of the ultraviolet band, Where the following spectrum 280nm passes through the atmosphere, almost completely absorbed, and thus known as the UV-solar blind band. When the partial discharge electrical device capable of emitting ultraviolet light in the UV-solar blind band， So corona discharge detection can be achieved by detecting the spectrum of the UV-solar blind band [2] .By performing infrared imaging of the discharge point, the thermal status of the device can be obtained and the state of the power equipment can be judged according to the characteristic and the correlation criterion [3, 4] . In this paper, a corona discharge fault detection system is designed to collect the ultraviolet and infrared images of the fault point in real time. The algorithm can be used to register and fuse the image, and the corona position and the temperature of the highest temperature in the region can be obtained. This technology provides an efficient detection scheme for on-line detection of corona discharge.
System principle

UV imaging detection module system principle
The ICCD is mainly composed of a photocathode, a microchannel plate (MCP) amplifier, a phosphor screen, an optical fiber cone and a visible light CCD camera. The ICCD is composed of an ultraviolet sensor module light source issued by the ultraviolet band signal filter, the radiation to the UV-sensitive photoelectric cathode, the photoelectric conversion generated by the photoelectron by high-voltage electric field acceleration, through the MCP for electron multiplication, multiplied after the electronic bombardment of the screen, to achieve Photoelectron to photon conversion, the photon passes through the fiber optic cone to reach the visible CCD camera, and finally obtains the UV image of the fault target. The structure of the UV ICCD camera is shown in Fig 1 [5]
In a certain range, the gain and detection accuracy of a linear relationship, by adjusting the ICCD gain can improve the detection sensitivity [6] , get the best test results.
Image Fusion Technology Based on Geometric Relation
The system uses ultraviolet and infrared cameras to obtain two bands of images, according to the industry commonly used design standards, UV camera field angle is 86  。 。 ，the angle of view of the infrared camera is 25 18
. The angle of view of the two cameras is different, the geometric size of a single pixel is also different, so the fusion of two bands of the image, we need to register a single pixel to normal display of the fault point of information. The system uses an image registration algorithm based on geometric relations to register two images [7, 8] .As the UV camera field angle is smaller than the infrared camera, so get a single UV image smaller than the infrared image. We define the positional relationship between the UV image and the infrared image by geometric reduction and registration tests, and superimpose the ultraviolet image into the center of the infrared image. The specific image registration fusion steps are as follows: (1) the production of 1000 × 1000mm calibration plate as shown in Figure 2 , and in the horizontal, vertical, diagonal four directions equidistant processing 80 diameter of 5mm hole. (2) Using the fluorescent lamp evenly after each circular hole of the calibration plate, each of the 80 pieces of the image to be registered and the reference image was obtained using the ultraviolet infrared spectroscopic camera, respectively. 
In the two-dimensional UV image, the edge information of the ellipse is n, and the n points are minimally multiplied to obtain the coefficients in the equation. The central coordinates of the ellipse are：
The required coefficients are taken into the formula to obtain the coordinates of the central point of the ellipse, which corresponds to the point in the infrared field of view. The least squares method is used to obtain the final translational value. The obtained 80 pairs of corresponding coordinates are fitted by least squares method. The obtained linear coefficient is the translational amount of UV and infrared corresponding points. (4) the use of four corners in the image of the location, calculate the infrared and ultraviolet image scaling; (5) the UV image and infrared images were fused after the axial, horizontal, diagonal four directions of the reference curve, and the calibration plate geometry compared to calculate the camera system aberration, usually in the lens distortion in smaller cases the reference value can be ignored. Using the above algorithm, will complete the UV image and infrared image registration and fusion.
System development and calibration experiments
System development
The response range of the infrared camera is 8 14 m  ～ ,through the high-speed data transmission interface will be collected to the infrared image transmission to the host computer, the host computer through the RS232 interface to send control commands to the infrared camera, used to achieve image contrast, brightness and integration time adjustment. The upper computer receives the infrared image and processes the image. The infrared image is subjected to pseudo color processing according to the pre-calibrated temperature value, and the highest temperature point is identified. The project uses a sun blind UV camera, the detection band is 240 280 m n ～ ,through high-speed data transmission interface and the host computer for image transmission, UV images for the gray scale display. When the system is designed, the optical path of the two cameras is strictly fixed on the horizontal optical axis so that the image fusion algorithm can fuse the image through the feature point localization and the edge region detection. Figure 3 is the system block diagram.
Fig.3 System block diagram
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The host computer software using MFC prepared, the system boot, the UV camera and infrared cameras were obtained from the relevant band images, the Camera Link interface to the host computer, the host computer software in accordance with the above image registration algorithm for registration and integration, real-time display the target region of the double spectral image, and according to the need for a single spectrum of images and fusion images stored in the specified location.
System sensitivity calibration experiment
After the development of the equipment, the UV band sensitivity calibration experiment was carried out. The experimental system was shown in Fig.4 , Zolix Omni- 300 monochromator was used as the UV light source, and the monochromatic light of the wavelength range of 240nm ~ 280nm was output. The step wavelength was 10nm. The self-developed corona discharge fault detection system was used with the OFIL UV detector. UV light source for observation. From figure 5, it can be seen that in the 240nm ~ 280nm band, our equipment can obtain the blind ultraviolet band image, and the self-study device can obtain the same value as the gain of the UV detector. The observed trend of photon number is the same as the change of photon number observed by UV detector.
Summary
This paper describes the design of a device for the power equipment of charged solar blind ultraviolet and infrared imaging detection based on solar blind UV can simultaneously obtain the power equipment and the infrared image, the image registration algorithm for registration of the geometric relationship between the two band image fusion based on the experimental results show that this device can achieve the expected design the target, and has good practical value, provides an efficient solution for real-time online detection of corona discharge fault of power equipment.
